
COVER SYSTEM/
NATIVE SOILS

~ 9'

1'

200'

3.5'

WATER
TABLE

4'

1'
WATER
TABLE

~ 9'

4'

SITE 40' 40' 40' 40' 40'

TYPICAL PASSIVE VENTILATION TRENCH (SECTION)
N.T.S.

TYPICAL PASSIVE VENTILATION TRENCH (PROFILE)
N.T.S.

PROPERTY BOUNDARY

GRAVEL/PEA STONES

LINER

4" SCH 40 PVC END CAP (TYP)

4" SCH 40 PVC WITH NO. 10 SLOTS (TYP)

4" SCH 40 PVC TEE (TYP)

4" SCH 40 PVC
WITH NO. 10
SLOTS (TYP)

SAMPLE PORT (TYP)

4" TURBINE
VENTILATOR
(TYP.)

GRAVEL/PEA STONES

4" TURBINE
VENTILATOR
(TYP.)

SAMPLE PORT (TYP)

1'

4" SCH 40 PVC
RISER PIPE

(TYP)

COVER SYSTEM/
NATIVE SOILS

COVER SYSTEM/
NATIVE SOILS

COVER SYSTEM/
NATIVE SOILS

3'

6'

SOIL EXCAVATED FROM
APPROXIMATELY 3' TO 9'
BELOW GROUND SURFACE
IS TO BE PLACED AS SOIL
PILE 2 (POTENTIALLY
IMPACTED)

SOIL EXCAVATED TO
APPROXIMATELY 3' BELOW
GROUND SURFACE IS
UNIMPACTED COVER SOILS
AND IS TO BE PLACED AS
SOIL PILE 1 (UNIMPACTED)

GRAVEL/
PEA STONES

LIBERTY TRUCK
SERVICES

figure 2
PASSIVE VENTILATION TRENCH DETAIL

FORMER DEARBORN REFINING SITE
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NOTES:
~ - APPROXIMATELY
'  - FOOT
"  - INCHES
PVC - POLYVINYL CHLORIDE
SCH - SCHEDULE
TYP. - TYPICAL


